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Low-priced satellite clocks have changed the way we look at the power system. Install 

clocks everywhere to be ready for future applications. 
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Loss of a single clock source in the system will not affect the accuracy of the time at that 

station.

Even when all clock sources are lost the time  stays within 1 microsecond ñrelative timeò 

across the system.

Multiplexer systems to distributetime signals are becoming available.
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Angle is used to specify the value that v(t) has at the reference time t = 0. The larger 

that is, the farther from the t = 0 axis the maximum of the cosine wave. In the phasor 

plane (right side), a larger means phasor v is farther from the real axis. Angle is 

measured in the counterclockwise direction.

Phasor definition:

Å The current and voltage of alternating current electrical systems, in steady state, are 

normally represented by perfect sinusoidal functions. This figure shows an example 

of a sinusoidal voltage signal (or function) called v(t). The signal is periodic with a 

period of t seconds. The signal frequency f, in hertz, is the reciprocal of the period: 

f = 1/t

Å The analytical expression of a sinusoidal function of period t is the following:

v(t) = A Å cos (2 Å Å f Å t + )

Å Notice that the angle is the angle of the cosine function at t = 0, and the signal 

amplitude is A. In this plot, t = 0 is taken as the time reference.
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The multiple-application device acquires data at fixed time intervals; the sampling 

frequency (S) depends on an external clock signal (from a GPS clock) with absolute 

time reference.  For synchronized phasor measurement applications, the device uses 

the GPS time reference. The A/D converter acquires data at a constant number of 

samples per second (SPS).  These data are suitable for synchronized phasor phase 

measurements.  The device estimates the system operating frequency, fsys, from the 

SPS data.  The device uses the system operating frequency, fsys, to resample the data to 

obtain data at a constant number of samples per cycle, SPC.  The resampled data pass 

through a digital band-pass filter, BPF, which extracts the fundamental frequency 

component of the signal.  The device uses the filtered signal to calculate 

synchrophasor magnitude and fault distance. 
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Tests prove that SEL relays with synchrophasor capabilities do not suffer deficient 

performance when synchrophasors are turned on. 
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Tests by SEL and a utility (AEP) also show that a relay providing synchrophasor data 

will continue to send data during a fault.
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Potential control applications increase the value of phasor measurements inside a 

relay. Phasor measurement and control units (PMCUs) are how we refer to relays with 

PMU capabilities. 

Because of these advantages, it is natural that synchrophasors should be in relays. 
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SEL-421, 451, 487E and 487V relays have a selectable filter response.  This provides 

for either a fast responsefor control applications, or a slower response for monitoring 

applications.
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SEL has been providing synchrophasor capabilities for 8 years
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The most popular family of distribution relays in North America now comes standard with 

IEEE C37.118 synchrophasors at no extra charge.  This bringslow cost, standard 

synchrophasors to distribution or transmission applications.
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For a complete station of synchrophasors, 6 ïthree phase currents and 2 ïthree phase 

voltages, the SEL-487E provides protection and automation capabilities.
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Station and Feeder PMUlabeling are available for the SEL-487E and SEL-351A relays
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SEL has all the components of a complete synchrophasorsystem available.
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SEL-5076  SynchroWAVe Archiversoftware provides continuous or triggered recording 

of synchrophasor quantities.
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SEL-5078 SynchroWAVe Console softwareprovides simple and complete synchrophasor 

viewing.
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The RTAC can process synchrophasors at rates up to 5 messages per second
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SELPDCs, either in hardware or in software on an SEL rugged computer, are built to 

operate in substations.  



24



25

For Windowsapplications, SEL SynchroWAVe PDC provides a high-function, 

economical PDC.
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The SEL-3378provides high-speed vector processing for real-time control and analysis.
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Applications are built up using a combination of predefined and custom functions.
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The SEL-3378 Synchrophasor Vector Processor (SVP) provides closed-loop control using 

synchrophasor data.
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If a clock is connected to the relay, it is a good idea to turn on synchrophasors. This makes 

MET PM available, along with synchronized event reports and streaming 

synchrophasors.

One or two messages per second is fast enough for traditional SCADA (supervisory 

control and data acquisition) applications. Most reliability councils consider 12 to 

20messages per second acceptable for disturbance recording.

For high-speed control, it is good to use the fastest possible rate. This actual rate used is 

subject to communications capabilities.
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Many system ñeventsò take time to build to a crisis. By simply viewing data that can 

be easily understood, operators can take action to prevent the crisisðstarting 

generation, bringing transmission assets back into service, or shedding minimal load.
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The 2003 blackout in the northeastern United States developed over the course of more 

than one hour.
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This is the same event as the previous slidebut with a linear time scale.



34



35

If the poles and wires snap, similar to what is shown here on a line north of Pullman, 

Washington, it can be difficult to ensure proper phasing. MET PM provides a ñno costò 

solution.
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On any transmission line, the voltage angles should be fairly close together, while the 

currents should be close to 180 degrees out of phase. Errors are simple to identify.
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Adding shunt capacitors to a distribution system increases power transfer capability. 

This makes maximum use of precious transmission and distribution capacity. The 

problem is that it reduces the stability margin amount.
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Using synchrophasor measurements Eskom (national transmission utilityin South Africa) 

is applying predictive voltage collapse to improve system operations.
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FP&L has tested a system applying multiple wide-area inputs to trip distributed generation 

in case of islanding.  Future applications can involve multiple generators and eventually 

islanding control instead of tripping.
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Tests of the system shown on the previous slide indicate that wide-area islanding detection 

is the best system when the load-to-generation ratio is close to unity.
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TimeError is available in SEL-421 relays.  This element has microsecond accuracy and as 

such is suitable to use for measurement of system conditions by comparing the time error 

between different points on the system.
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SaltRiver Project used synchrophasors to control reconnection of a portion of their 

system following a black start test.  Remote control, based on synchrophasor 

measurements, was successfully demonstrated.
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In an application of synchrophasors for remote synchronizing, operators could see the 

system frequency and phase angle difference as if they were inside the synchronizing 

station. Previously, someone in the substation would perform this operation.


