
 

From: "Paszek, Martin" <PASZEKM@coned.com> 

To: Clayton Roger <roger.clayton@electricpowerresources.com> 

Cc: Adamson Al <aadamson@nycap.rr.com>, "Sasson, Mayer" 
<SASSONM@coned.com>, "Anand, Pratiba" <ANANDP@coned.com>, "Forte, 
Michael" <FORTEM@coned.com> 

Subject: Con Edison's Request for NYSRC RR&CM Exception Modifications 

Date: April 3, 2015 at 9:36:07 AM EDT 
 
Roger, 
  
The following is Con Edison’s request for a modification of three existing exceptions to the 
NYSRC Reliability Rules. 
  

1)      Informational update to the existing NYSRC RR&CM Exception #21 to the Reliability Rules. 
  
The information listed in the current version of “Exceptions to NYSRC Reliability Rules 4-10-14” 
is not up to date. NYSRC RR Exception # 21 lists Con Edison feeders that have their STE rate 
limited by either a disconnect switch or a wave trap. The list is not up to date as some of those 
feeder’s STE rate is no longer limited by either a disconnect switch or a wave trap. The changes 
are shown in the attached revised documented.  
  
Advantages: 

         Information listed under Exception #21 would be up to date 

         EC approval provides a record to assure that NYISO studies contain the right 
assumptions 

         Improves reliability because the change removes specific exceptions 
  

2)      Correct the application of NYSRC RR&CM Exception #7 and #17 to the Reliability Rules 
  

As it is, the NYSRC RR&CM Exceptions #7 and #17 to the Reliability Rules are exempt from C-R1 
ONLY. Section C sets forth Reliability Rules for establishing operating transmission capabilities, 
post contingency operation, outage coordination, and other aspects of transmission operation. 
As the TOs and the NYISO plan the system assuming that these exceptions are also available to 
Transmission Planners (otherwise there would be a violation), the proposal is to change the 
table cell that links the exception to the NYSRC reliability rule so it reads: B-R1 and C-R1. The 
changes are shown in the attached revised documented. 
  
Advantages: 

         This proposal corrects the inadvertent limitation on the applicability of NYSRC RR&CM 
Exceptions #7 and #17 to the Reliability Rules to reflect what has been the practice. 
  
Martin Paszek  
Section Manager - BPS Performance and Analysis 
1-212-460-6415 
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