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Introduction 
The NYISO and market participants must ensure plans, procedures, and resources are 
available to restore the NYCA NYS Bulk Power to a normal condition in the event of a 
partial or system-wide shutdown in a timely manner. Accordingly, this Section sets forth 
system restoration requirements Reliability Rules for system restoration for reestablishing 
the NYCA system in the event NYCA experiences these types of a partial or system-wide 
system shutdowns. These Reliability Rules cover requirements for NYISO and 
transmission owner procedures, system blackstart capability, training, and restoration 
simulations. 
 
G-R1. NYCA System Restoration Plan 
A NYCA System Restoration Plan (NYCA SRP) shall be maintained to restore the NYCA 
system to a Normal Operating State in a safe and orderly manner in the event of a partial 
or total shutdown. The NYCA SRP shall be comprised of the NYISO and transmission 
owner system restoration plans. The NYCA SRP shall include requirements necessary to 
ensure that the Blackstart Facilities in the NYCA can perform their intended functions. 
  
G-R2. System Restoration Training and Simulation Programs 
The NYISO and each transmission owner shall provide its personnel with a coordinated 
training program that will ensure effective implementation of the NYCA SRP as required 
in Reliability Rules G-R1. 
 
G-M1. The following requirements shall apply to both the NYISO and the transmission 
owner restoration plan elements of the NYCA SRP: 
 
1. The NYCA SRP shall require that system restoration take place at two levels: 
restoration of the NYCA backbone system in accordance with a NYISO restoration plan 
and restoration of local areas in accordance with transmission owner restoration plans. 
 
2. The NYISO shall ensure coordination of the NYISO and transmission owner restoration 
plans of the NYCA SRP.  The NYCA SRP shall be coordinated with the restoration plans 
of neighboring control areas. 
 
3. The NYISO shall establish and maintain procedures to verify the NYISO SRP by actual 
testing or by simulation. The NYISO shall annually certify that these testing requirements 
have been met. 
  
4. The NYISO and transmission owners SRPs shall identify defined Blackstart Facilities, 
including the name, location, megawatt capacity, megavar capability, and type of unit(s).  
 
5. NYISO and transmission owner SRPs shall identify test requirements for each 
designated Blackstart Facility. Such test plans, at a minimum, shall unambiguously state 
what constitutes a successful blackstart simulation test for each Blackstart Facility.    
 
6 .The NYISO shall maintain a procedure for the implementation of a NYCA SRP. 
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7. The NYCA SRP shall include the necessary operating instructions and procedures to 
cover loss of vital telecommunications channels during restoration events. 
 
8. The NYCA SRP shall require that NYISO and each transmission owner’s emergency 
restoration processes include the requirement to establish protocols for disseminating 
information to entities including the NYISO, Transmission Owners, Generation Owners, 
and neighboring control areas during a system disturbance. 
 
9. The NYCA SRP shall require that the coordination of NYISO and transmission owner 
restoration plans be demonstrated by drill and by simulation. 
 
10. NYISO and transmission owner restoration plans shall be reviewed and updated 
annually. This review process shall address any transmission owner equipment and 
procedure modifications prior to their implementation.   
  
11. Each Blackstart Provider shall complete a successful test of the startup and operation 
of each of its Blackstart Facilities included in the NYCA SRP in each Capability Year to 
demonstrate that its Blackstart Facilities can perform their intended functions in 
accordance with the procedures required in Measurement G-M1. Each Blackstart 
Provider shall provide documentation of these test results to the appropriate entity in 
accordance with NYISO and transmission owner procedures.  Blackstart Providers shall 
attend NYISO and transmission owner restoration training as required. (G-R2) 
 
12. NYISO and transmission owner SRPs shall include guidance on restoration 
philosophies to implement alternative measures for restoring the system, given the 
unavailability of equipment defined in the restoration plan. 
 
G-M2. Each transmission owner shall establish and maintain a restoration plan in 
accordance with NYISO procedures as required in Measurement G-M1. This restoration 
plan shall be coordinated with the restoration plans of the NYISO and other transmission 
owners and shall be part of the NYCA SRP.  
 
G-M4. The NYISO shall establish and maintain procedures for training NYISO and 
Market Participant operating personnel for the effective implementation of the NYCA 
SRP. These procedures shall include coordinated training to be conducted at least 
annually by the NYISO and each transmission owner. The NYISO training procedures 
shall include restoration simulation exercises that include modeling of each TO SRP. The 
NYISO and transmission owners shall conduct annual simulations of full or partial system 
shutdowns and restoration, and shall issue critique reports of their respective tests. 
Blackstart Providers and other generation owners shall be required to attend NYISO and 
transmission owner training sessions as appropriate.  Training program records showing 
that operating personnel have been trained in the implementation of the SRP and 
participated in restoration exercises shall be provided to the NYSRC upon request. (GR2) 


