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Request to Develop or Modify Reliability Rules or Measurements (NYSRC Policy No. 1-7) 
Submit request to raymond40@aol.com via the NYSRC site www.nysrc.org  

 
Item Response 

1.  Respondent  
 Name RRS 

        Organization  
        Address  
        Phone & Fax numbers  
        Email address  
  
2.  Title of proposed Reliability Rule 
/Measurement change & PRR No. 

PRR 113 - Modification of Measurements G-M1& G-M2 
                  Black Start Resources Needed for an Effective 
System  
                  Restoration Plan 

  
3.  New rule/measurement or modification of 
NYSRC RR or Measurement? 

Modification of measurements. 

If a new rule/measurement is proposed, 
provide any relevant citation to existing 
standards 

 

If a modification to an existing Reliability 
Rule/Measurement is proposed, provide 
NYSRC RR reference 

G-M1 & G-M2 

  
4.  Rationale for proposed Reliability 
Rule/Measurement change 

 

         Identify advantages Establishes a procedure for identifying the black start resources 
need for an effective SRP.  Clarifies the meaning of prompt.  
Expands the range of potential black start resources. 

  
         Identify disadvantages  
  
5.  Wording of proposed Reliability Rule 
change 

No G-R1 changes. 

  
6.  Wording of proposed Measurement 
change 

G-M1:  The NYISO shall develop and maintain a NYCA 
System Restoration Plan (NYCA SRP) that provides assurance 
that the NYCA system will be restored as promptly as reasonably 
possible will assure the prompt restoration of the NYCA system 
following a major or total blackout, given all available resources 
with black start capability.  
 
The NYCA SRP shall define that system restoration take place at 
two integrated levels: restoration of the NYCA backbone system 
in accordance with a NYISO System Restoration Plan (NYISO 
SRP) and restoration of local areas in accordance with 
transmission owner system restoration plans (transmission 
ownerTO SRPs).  
 
The NYCA SRP shall include the following minimum 
requirements: 
 
[Note: G-M1.1 through G-M1.5 unchanged] 
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New G-M1.6: 
 
6.  Procedures requiring that the NYISO and each transmission 
owner have sufficient black start resources to provide assurance 
that the system will be restored as promptly as reasonably 
possible following a major or total blackout, given all available 
resources with black start capability. The NYISO and 
transmission owner SRPs shall include the following minimum 
requirements: 
 
6.1    The NYISO and each transmission owner shall annually 
identify black start resources that currently participate in the 
NYISO and transmission owner SRPs (Type 1 Resources). 
 
6.2    The NYISO and each transmission owner shall annually 
identify black start resources that are capable of black start 
service and could provide material benefit to their respective 
restoration plans, but do not currently participate in the NYISO 
and transmission owner SRPs (Type 2 Resources). 
 
6.3    The NYISO and each transmission owner shall annually 
identify any Type 2 resources that would improve the speed, 
adequacy or flexibility of their respective SRPs in restoring the 
system following a major or total blackout.  
 
6.4    If the NYISO determines that the studies and/or 
documentation support a determination that the non-
participating black start resource would materially benefit an 
SRP, the NYISO shall request the resource to participate in its 
black start program and the relevant SRP.  If the resource does 
not want to participate in the program, it may request an 
exemption from the NYISO for good cause. A black start 
resource seeking an exemption will be required to provide 
studies and/or other documentation, including any data or 
documentation requested by the NYISO, to support its contention 
that good cause exists for the exemption.  Good cause may 
include engineering, technical or financial reasons that would 
render the provision of black start service by the resource unduly 
onerous or unreasonable. The NYISO shall determine whether 
an exemption is justified after considering the support provided 
for the exemption and the impact on system restoration of the 
lack of participation by the resource in the NYISO’s black start 
program and the relevant SRP. 
 

If a The NYISO shall submit a report to the NYSRC of that an 
exemption request was made and its final determination of an 
exemption request.subject to appropriate confidentiality 
provisions. 

       6.5    Each transmission owner shall annually submit a report to 
the NYISO which will include: (a) Type 1 black start resources 
identified in 6.1, (b) Type 2 black start resources identified in 6.3 
that are required to participate in its SRP, and (c) a summary of 
operating studies used by the transmission owner for its 
determination of black start resources that are necessary for an 
effective SRP, including justification for Type 2 resources that 
are designated to participate in its SRP as outlined in G-M2 3.  
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       The transmission owner report will identify the name, location, 
megawatt capacity, megavar capacity, and type of black start 
resource(s).  The identity of transmission owners SRP black start 
facilities shall be made available to the NYISO and to affected 
transmission owners. 

The NYISO shall review the reasonableness of and approve these 
studies to determine if they are coordinated and compatible with 
the NYISO's SRP studies and other TO SRPs. The NYISO shall 
submit these reports to the NYSRC upon request subject to 
applicable confidentiality provisions. 
 
6.6  NYISO procedures shall include a requirement that each 
Blackstart Provider annually provide a letter to the NYISO 
confirming that it identifies and maintains a list of critical 
components in its facilities (i.e., batteries, deisel back up 
generators, inverters, etc.)  to verify the conditions of these 
critical components in accordance with good industry practice. 
 
[Note: G-M1.7 through G-M1.13 unchanged] 
6. Procedures requiring that each transmission owner identify 
black start resources that are necessary for implementing its 
SRP. These procedures shall also require transmission owners 
to identify the name, location, megawatt capacity, megavar 
capacity, and type of black start resource(s). The identity of 
transmission SRP black start facilities shall be made available 
to the NYISO and to affected transmission owners. In addition, 
NYISO procedures shall include a requirement that each Black 
start Provider annually provide a letter to the NYISO 
confirming that it identifies and maintains a list of critical 
components in its facilities (i.e., batteries, diesel back-up 
generators, inverters etc.) to verify the condition of these 
critical components in accordance with good industry practice. 
 
G-M2: 
Each transmission owner shall establish and maintain a system 
restoration plan (SRP) that provides assurance that the 
transmission owner’s system will be restored as promptly as 
reasonably possible following a major or total blackout, in 
accordance with the NYCA SRP, NYISO procedures, and 
Measurement G-M1. This restoration plan shall be coordinated 
with the restoration plans of other transmission owners and shall 
be part of the NYCA SRP. The transmission owner SRP shall 
include the following minimum requirements:The transmission 
owner SRP shall include procedures to identify black start 
resources that are necessary for implementing its SRP including 
testing requirements, in accordance with the NYCA SRP and 
NYISO procedures. 

1. Annually report to the NYISO those black start 
resources that are currently designated to participate in 
the transmission owner SRP (Type 1 Resources). 

2. Identify black start resources that are capable of black 
start service, but do not currently participate in the 
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transmission owner SRP (Type 2 Resources). A list of 
Type 2 resources shall be provided to the NYISO upon 
request. 

3. Annually conduct an operating study for determining 
black start resources that are necessary for an effective 
SRP, including the need for requiring Type 2 resources 
it seeks to designate to participate in its SRP.  This 
study should indicate how any Type 2 resources provide 
a material benefit to system restoration in terms of 
improvement in speed, accuracy or flexibility of their 
SRP.  A study summary shall be submitted to the 
NYISO for review and the full study shall be submitted 
to the NYISO upon request.. 

4. Transmission owners shall conduct annual training of 
their operating personnel on their SRP procedures, 
including the procedures for coordinating with the 
NYISO SRP. Each transmission owner shall report to 
the NYISO the completion of the annual training and 
review. 

5. Transmission owners shall conduct an annual review of 
their SRP. 

7A.  Full Compliance Statement – G-M1 No changes. 
  
8A.  Levels of Non-Compliance – G-M1 No changes. 
     Level 1  
     Level 2  
     Level 3  
     Level 4  
  
7B.  Full Compliance Statement – G-M2 The NYISO certified that each transmission owner submitted 

sufficient evidence that itshas a SRP meets all five G-M2 
requirements. in accordance with G-M1, G-M2, and NYISO 
procedures. 

  
8B.  Levels of Non-Compliance – G-M2  
      Level 1 The NYISO certified that one or more transmission owners 

failed to comply with one G-M2.requirement. within G-M1, G-
M2, or NYISO procedures. 

      Level 2 The NYISO certified that one or more transmission owners 
failed to comply with two G-M2 requirements. within G-M1, G-
M2, or NYISO procedures. 

      Level 3 The NYISO certified that one or more transmission owners 
failed to comply with three G-M2 requirements. within G-M1, 
G-M2, or NYISO procedures. 

      Level 4 The NYISO certified that one or more transmission owners 
failed to comply with four or more G-M2 requirements. within 
G-M1, G-M2, or NYISO procedures. 

9A.  Compliance Documentation Reporting 
Entity – G-M1 

NYISO 
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10A.  Compliance Monitoring 
Entity/Entities – G-M1 

RCMS 

  
9A.  Compliance Documentation Reporting 
Entity – G-M2 

Black Start Providers 

  
10B.  Compliance Monitoring 
Entity/Entities – G-M2 

NYISO/RCMS 

  
11.  Implementation Plan A NYISO Tariff change will be required before the rule changes 

in this PRR can be implemented. Immediately fFollowing 
NYSRC Executive Committee approval of PRR 113, the NYISO 
has committed to persue the tariff revisions necessary to establsh 
the authority need to comply with this rule change. shall proceed 
to revise the appropriate Tariff to permit NYISO compliance 
with this rule change. 
  
Within 60 days of adoption receiving FERC approval for the 
Tariff change: 
 

1. A methodology to comply with Measurement G-M1.6.3 
shall be jointly developed by the NYISO and TO’s. The 
NYSRC will review and provide comments on the 
methodology to ensure that its implementation will 
meet the intent of the new rule. 
 

2. The NYISO shall submit evidence to RCMS that the 
NYISO has modified procedures in the NYISO System 
Restoration Manual and other relevant NYISO 
documents to comply with PRR 113 rule changes.  

  
12.  Comments As used in the proposed G-M1 and G-M2 rule changes, an 

“effective restoration plan” complies with the “prompt 
restoration” requirement of Reliability Rule G-R1, i.e., a system 
restoration plan shall have sufficient black start resources to 
provide assurance that the system will be restored as promptly as 
reasonably possible given all generation resources with black 
start capability.  

  
13.  Date Reliability Rule/Measurement 
Adopted 

 

  
14.  PRR Revision Dates  Rev 5 - 4/28/13 
 


